DCTLS Notes and Conditions:
1. Install all parallel runs at edge of asphalt, unless noted otherwise herein.
2. All asphalt cuts shall be clean and straight.
3. All sand, gravel, asphalt, and other fillings, as well as all excess mastic, shall be removed from the ROW before final acceptance by the County.
4. Mastic shall not be over poured in trench.
5. Any concave microtrenches after settlement or shrinkage from cooling shall be filled with another thin layer of Mastic. Warranty is 18 months.
6. DCPUD or contractor shall notify Douglas County Utility Inspector at least 24 hours prior to commencing work. 509-630-3540.
7. Standard temporary traffic control rules apply, subject to inspection by the county.
8. Only these markup plans are approved for construction.
9. Conduit must be a minimum of 24 inches outside of pavement.
10. Microtrenching in road shall be 12 inches unless otherwise specified on site by inspector and then a minimum of 8 inches.
11. Any concave microtrenches after settlement or shrinkage from cooling shall be filled with another thin layer of Mastic. Road warranty is 18 months.